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Figure 5. Acceptable Alternatives to 20-Minute Corridor Doors

Figures 2 through 6 show acceptable alternatives for 20-minutes corridor doors. This alteration may be made to
either side of the door. All doors must be uniformly close-fitting, and must not sag.

LEGAL DISCLAIMER: This Client Assistance Memo (CAM) should not be used as a substitute for codes and regulations. The applicant is
responsible for compliance with all code and rule requirements, whether or not described in this CAM.
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Figure 6. Acceptable Alternatives to 20-Minute Corridor Doors

Figures 2 through 6 show acceptable alternatives for 20-minutes corridor doors. This alteration may be made to
either side of the door. All doors must be uniformly close-fitting, and must not sag.
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LEGAL DISCLAIMER: This Client Assistance Memo (CAM) should not be used as a substitute for codes and regulations. The applicant is
responsible for compliance with all code and rule requirements, whether or not described in this CAM.
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Figure 7. Acceptable Construction Methods for View Ports in Doors
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LEGAL DISCLAIMER: This Client Assistance Memo (CAM) should not be used as a substitute for codes and regulations. The applicant is
responsible for compliance with all code and rule requirements, whether or not described in this CAM.
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Figure 8. Acceptable Alternatives to 1-Hour Stairway Doors

Figures 8 shows acceptable alternatives to one-hour stairway doors for two-, three-, and four-story buildings.
Doors must be close-fitting and must not sag.
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LEGAL DISCLAIMER: This Client Assistance Memo (CAM) should not be used as a substitute for codes and regulations. The applicant is
responsible for compliance with all code and rule requirements, whether or not described in this CAM.
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Figure 9. Acceptable Alternatives to 1-Hour Stairway Doors

Figure 9 shows an acceptable method for altering a 1-3/8 inch panel door to meet the minimum requirements for
a one-hour stairway door.
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LEGAL DISCLAIMER: This Client Assistance Memo (CAM) should not be used as a substitute for codes and regulations. The applicant is
responsible for compliance with all code and rule requirements, whether or not described in this CAM.



